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4. REFER TO SHEET SERIES ES-102 FOR ALL
LIGHT FIXTURE TYPES AND GENERAL
LOCATIONS. REFER TO SHEET SERIES AS-102
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MECHANICAL CEILING ELEMENTS. REFER TO
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GENERAL NOTES / RCP
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12.

13.

CEILING HEIGHTS ARE MEASURED FROM
FINISHED FLOOR

RCP DIMENSIONS ARE TO FACE OF FINISH.

CEILING COMPONENTS LOCATED IN ACT TO BE
CENTERED IN 2'x2' MODULE, UON.

REFER TO SHEET SERIES ES-102 FOR ALL
LIGHT FIXTURE TYPES AND GENERAL
LOCATIONS. REFER TO SHEET SERIES AS-102
FOR DIMENSIONED LOCATIONS. REPORT
DISCREPANCIES TO ARCHITECT PRIOR TO
INSTALLATION.

REFER TO SHEET SERIES MH-101 FOR ALL
MECHANICAL CEILING ELEMENTS. REFER TO
SHEET SERIES AS-102 FOR DIMENSIONED
LOCATIONS. REPORT DISCREPANCIES TO
ARCHITECT PRIOR TO INSTALLATION.

REFER TO SHEET TA-102 FOR LOW VOLTAGE
AND AV CEILING EQUIPMENT NOT
REPRESENTED ON SHEET SERIES AS-102.
COORDINATE ELEMENTS WITH ARCHITECT
PRIOR TO INSTALLATION.

COORDINATE SPRINKLER INSTALLATION WITH
MECHANICAL DUCT LAYOUT AND CABLE TRAY
LAYOUT. NOTIFY ARCHITECT OF ANY
CONFLICTS PRIOR TO INSTALLATION.

SPRINKLER HEADS ARE TO BE INSTALLED PER
APPROVED SHOP DRAWINGS. NOTIFY
ARCHITECT OF ANY CONFLICTS PRIOR TO
INSTALLATION.

VERIFY LOCATIONS OF CEILING ACCESS
PANELS WITH ARCHITECT PRIOR TO FRAMING.

REFER TO SPEC SECTION 09 51 00 FOR
REQUIRED HOLD-DOWN ACT CLIP LOCATIONS
AND SEISMIC REQUIREMENTS.

REFER TO SPEC SECTION 09 06 01 FOR ROOM
FINISH SCHEDULE, TO INCLUDE CEILINGS.

ANY WALL OR CEILING MOUNTED DEVISED OR
CONTROLS THAT ARE REQUIRED BUT NOT
SHOWN ON THIS DRAWING ARE TO BE
COORDINATED WITH THE ARCHITECT PRIOR
TO INSTALLATION.

SEE STRUCTURAL DRAWINGS FOR ROOF DECK
SUPPORT LIMITATIONS FOR ALL SUSPENDED
COMPONENTS.
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GENERAL NOTES / RCP

1. CEILING HEIGHTS ARE MEASURED FROM
FINISHED FLOOR

2. RCP DIMENSIONS ARE TO FACE OF FINISH.

3. CEILING COMPONENTS LOCATED IN ACT TO BE
CENTERED IN 2'x2' MODULE, UON.

4. REFER TO SHEET SERIES ES-102 FOR ALL
LIGHT FIXTURE TYPES AND GENERAL
LOCATIONS. REFER TO SHEET SERIES AS-102
FOR DIMENSIONED LOCATIONS. REPORT
DISCREPANCIES TO ARCHITECT PRIOR TO
INSTALLATION.

5. REFER TO SHEET SERIES MH-101 FOR ALL
MECHANICAL CEILING ELEMENTS. REFER TO
SHEET SERIES AS-102 FOR DIMENSIONED
LOCATIONS. REPORT DISCREPANCIES TO
ARCHITECT PRIOR TO INSTALLATION.

6. REFER TO SHEET TA-102 FOR LOW VOLTAGE
AND AV CEILING EQUIPMENT NOT
REPRESENTED ON SHEET SERIES AS-102.
COORDINATE ELEMENTS WITH ARCHITECT
PRIOR TO INSTALLATION.

7. COORDINATE SPRINKLER INSTALLATION WITH
MECHANICAL DUCT LAYOUT AND CABLE TRAY
LAYOUT. NOTIFY ARCHITECT OF ANY
CONFLICTS PRIOR TO INSTALLATION.

8. SPRINKLER HEADS ARE TO BE INSTALLED PER
APPROVED SHOP DRAWINGS. NOTIFY
ARCHITECT OF ANY CONFLICTS PRIOR TO
INSTALLATION.

N OTE G RI D LI N E 3 HAS 9. VERIFY LOCATIONS OF CEILING ACCESS
GEEN DELETED IN THS IR
D E D U CT ALTE RNATE . REQUIRED HOLD-DOWN ACT CLIP LOCATIONS

AND SEISMIC REQUIREMENTS.

16-0" 20-4" 9-0" 11. REFER TO SPEC SECTION 09 06 01 FOR ROOM
FINISH SCHEDULE, TO INCLUDE CEILINGS.

l AT P A 12. ANY WALL OR CEILING MOUNTED DEVISED OR

N e e CONTROLS THAT ARE REQUIRED BUT NOT
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GENERAL NOTES / ROOF PLAN
@ ° @ 1. ELEVATIONS ARE BASED ON TOP OF ROOF
DECK.
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1 1 1 1 1 1 1 1 1 1 1 2. DIMENSIONS ARE TO FACE OF FINISH OR TO
GRID LINES.
| | | | | | | | | | |
3. SEE SHEET SERIES AS-300 FOR WALL
SECTIONS AND PARAPET HEIGHTS.
4. SEE SHEET MH-201 FOR ROOF MECHANICAL
AND PLUMBING
5. REFER TO SHEET SF-112 FOR ROOF FRAMING
PLAN
m m 7. REFER TO SHEET AS-601 FOR EXTERIOR
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GENERAL NOTES / ROOF PLAN

1.  ELEVATIONS ARE BASED ON TOP OF ROOF
DECK.

2. DIMENSIONS ARE TO FACE OF FINISH OR TO
GRID LINES.

3. SEE SHEET SERIES AS-300 FOR WALL
SECTIONS AND PARAPET HEIGHTS.

4. SEE SHEET MH-201 FOR ROOF MECHANICAL
AND PLUMBING

5. REFER TO SHEET SF-112 FOR ROOF FRAMING
PLAN

7. REFER TO SHEET AS-601 FOR EXTERIOR
WINDOW INFORMATION
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